
Considerations
n	 �The discharge may not be noticed by the home owner who may be unaware of the problem with the system.

Answer
Discharge pipes from unvented hot water storage systems should not terminate inside garages.

Question
Can discharge pipes from unvented hot water storage systems terminate inside garages?

Discharge pipes from  
UVHWSS in garages
(December 2008) (First issue)

 
TECHNICAL
GUIDANCE

8.1/01

Page 1 of 1

HB2851 01/20

NHBC, NHBC House, Davy Avenue, Knowlhill, Milton Keynes, Bucks MK5 8FP. Tel: 0344 633 1000  
NHBC is authorised by the Prudential Regulation Authority and regulated by the Financial Conduct 
Authority and the Prudential Regulation Authority.


